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Refrigerants:
R22, R134a, R404A, R407A, R407C, R407F, R422B, R422D, 
R448A, R449A, R450A, R452A, R507A, R513A, R717*)
For complete list of approved refrigerants, go to http://products.danfoss.com/all-products/
*) only for MP 55A

Stop
2 min → reset

p1 - p2 = oil pressure
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Installation Guide

Differential Pressure Switch 
MP 54, MP 55, MP 55A 
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M=20 Nm
 15.5 ft – lbs

PS = 17 bar
MWP = 245 psig

ptest max. =  22 bar (310 psig)

PS = 17 bar
MWP = 245 psig

max. 100 °C (212 °F)

max. 3 mm
(1/8 in)

Silfoss 15 (15% Ag)

max. 100 °C (212 °F)

Wiring diagram

1.5×360°
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